SYMBOLS LIST

©

120 VOLT CONNECTION

©)

JUNCTION BOX

DRAWING NOTES:

UTILIZE EXISTING BREAKER IN PANEL 3—97 FOR CONNECTION OF BI-FOLD DOQOR
UPDATE PANEL SCHEDULE TO REFLECT ADDITION OF DEVICE.

CONTROL PANEL.

NOTES:
PANELBOARD SCHEDULE SERATED[™  COMPUTERGRADE [ FEED-THRULUGS [~ SUB-FEED BREAKER [~
HNGED TRM [~ 200% NEUTRAL [ SUB FEED LUGS [~ ISOLATED GND BUS [~
NAME LOCATION SOURCE | RATNG@AMPS) | PHASE! |\ oy TaGE | MOUNTING | KAIC | MopEL [NEWA
MCB MLO WIRE TYPE
3-97 CORR. 300B-1 SWBD-B2 30 /AW | 208Y120V | FLUSH 1
CKT DESCRIPTION BREAKER KVA LOAD KVA LOAD BREAKER DESCRIPTION CKT
NO. LTG | RCPT |MOTOR| HTG HTG |MOTOR| RCPT| LTG NO.
1 |ACTVE LOAD 20A/1P 20A1P _|ACTIVE LOAD 18
2 |ACTIVE LOAD 20A/1P 20A/1P__|ACTIVE LOAD 19
3 |ACTIVE LOAD 20A/1P 20A/1P__|ACTIVE LOAD 20
4 |ACTIVE LOAD 20A/1P 20A1P_|ACTIVE LOAD 21
5 |ACTIVE LOAD 20A/1P 20A1P |ACTIVE LOAD 22
6 |ACTIVE LOAD 20A/1P 20A1P_|ACTIVE LOAD 23
7 |ACTIVE LOAD 20A/1P 20A1P _|ACTIVE LOAD 24
8 |ACTIVE LOAD 20A/1P 20A/1P_|ACTIVE LOAD 25
9 |ACTIVE LOAD 20A/1P 20A/1P_|ACTIVE LOAD 26
10 |BI-FOLD DOOR 20A/1P 20A1P _|ACTIVE LOAD 27
11 |ACTIVE LOAD 20A/1P 20A/1P_|ACTIVE LOAD 28
12 |ACTVE LOAD 20A/1P 20A1P__|ACTIVE LOAD 29
13 |ACTIVE LOAD 20A/1P 20A1P_|ACTIVE LOAD 30
14 |ACTVE LOAD 20A/1P 20A1P __|ACTIVE LOAD 31
15 |ACTVE LOAD 20A/1P 20A1P__|ACTIVE LOAD 2
16 |ACTIVE LOAD 20A/1P 20A/1P__|ACTIVE LOAD 33
17 |ACTVE LOAD 20A/1P 20A/1P_|ACTIVE LOAD 34
LEFT SIDE SUB-TOTAL ool o o o o o o o
RIGHT SIDE SUB-TOTAL o o o o
CONNECTED SUB-TOTAL o o o o
DEMAND FACTOR 1 10+.5 0.8 0.8 * EXISTING PANEL DIRECTORY, NEW
SUB-TOTAL o o o BREAKER(S) IN HEAVY LINE WEIGHT
TOTAL KVA: 0
TOTAL AMPS: 0.0
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